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EXISTING ITEM TO BE REMOYED EXISTING ITEM TO REMAIN

mm CONSTRUCTION LIMITS DEMOLITION PLAN NOTE
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DEMOLITION PLAN - GENERAL NOTES

A, YERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE. PORTIONS OF EXISTING CONSTRUCTION
MAY HAVE BEEN REMOVED BY OWNER.

VERIFY EXACT COMPOSITION OF EXISTING WALLS TO BE REMOVED.

REMOVE FLOOR FINISHES, INCLUDING SETTING BED IN CERAMIC TILE AREAS IF APPLICABLE,
TOILET WHERE NEW FLOORING 18 INDICATED IN ROOM FINISH SCHEDULE.

EO2A
. _ ~ . REMOVE SUSPENDED CEILINGS AND RELATED HANGERS, OR GTPSUM BOARD/ PLASTER

e e — - CEILINGS WHERE NEW CEILINGS ARE INDICATED ON REFLECTED CEILING PLAN OR ROOM FINISH
i) T SCHEDULE.

. REMOVE ALL COLUMN FINISHES, INCLUDING GYPSUM BOARD AND FURRINGS, FROM EXISTING
[ STRUCTURAL COLUMNS IN AREAS OF DEMOLITION.

REMOVE ALL INTERIOR AND WALL MOUNTED ITEMS IN AREAS TO BE REMODELED (REFER TO
ROOM FINISH SCHEDULE) INCLUDING BUT NOT LIMITED TO, CABINETRY, EQUIPMENT, LOCKERS,
TOILET PARTITIONS, SHELYING, HOOKSTRIPS, HANDRAILS, CLOSET POLES, CHALK AND TACK

BOARDS, MIRRORS, WALL AND CEILING TRIM, BASE.

REMOVE EXISTING WALL FINISHES IN ROOMS WHERE NEW FINISHES ARE INDICATED IN THE ROOM
FINISH SCHEDULE. EXISTING WALLS TO BE PREPARED AS REQUIRED TO ACCEPT NEW
SCHEDULED FINISHES.

AT EXISTING WALLS SHOWN TO REMAIN (INCLUDING EXTERIOR WALLS), THE EXISTING
COVED TILE/ TERRAZZO BASE 15 TO BE CHISELED OUT AND INFILLED IN PREPARATION
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PROVIDE LOCKABLE DOOR AND FRAME
WITH CLOSER (DOOR AND FRAME
FINISH TO MATCH EXISTING DOORS)
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L O
EXISTING ACM FLOOR TILES

TO BE REMOVED AND FLOOR
PREPARED FOR NEW FINISHES
AS INDICATED IN THE ROOM
FINISH SCHEDULE

FOR NEW WALL BASE AND FINISHES TO BE INSTALLED PER THE ROOM FINISH SCHEDULE. /T
EXISTING TERRAZZO DIVIDER STRIP TO BE GROUND DOWN OR REMOVED. SEE DETAIL Ay

CONSTRUCT A DUST-PROOF PARTITION TO SEPARATE AREAS OF CONSTRUCTION FROM
ADJACENT OCCUPIED AREAS OUTSIDE SCOPE OF CONSTRUCTION. SEE DETAIL.
A

REMOVE TOPPING AT EXISTING SLOFPED FLOORS TO LEVEL OUT FLOORING IN PREPARATION

FOR NEW FLOOR FINISHES.

REFER TO PLUMBING, HYAC AND ELECTRICAL PLANS FOR ADDITIONAL DEMOLITION ITEMS AND
NOTES. COORDINATE WORK WITH PLUMBING, HYAC AND ELECTRICAL REQUIREMENTS.

MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN THE BUILDING NOT AFFECTED BY
THIS WORK. COORDINATE WITH OWNER ANY DISRUPTION IN SERVICES REQUIRED TO PERFORM
WORK OR TO MODIFY EXISTING PIPING, DUCTWORK OR ANY ASSOCIATED EQUIPMENT.

EXISTING CABLES LABELED "ASCOM PHONE SYSTEM: DO NOT DEMO" ARE TO REMAIN AND
SHALL BE PROTECTED DURING DEMOLITION AND CONSTRUCTION.

ALL EXISTING ABANDONED MECHANICAL EQUIPMENT DISCOYERED DURING DEMOLITION 1S TO
BE REMOVED AND DISCARDED BY CONTRACTOR.

DEMOLITION PLAN NOTES

@ REMOYE PORTION OF EXISTING WALL AS REQUIRED FOR INSTALLATION OF NEW DOOR.  SEE
FLOOR PLAN FOR EXACT LOCATION OF DOOR AND SEE DOOR SCHEDULE FOR DOOR TYPE

AND SIZE.

@ REMOVE EXISTING WALL MOUNTED HAND RAIL AND BRACKETS. IF THE WALL THAT THE
BRACKETS WERE MOUNTED TO 19 SHOWN AS EXISTING TO REMAN, THEN FOLLOWING THE
BRACKET REMOVAL, PATCH EXISTING WALL TO MATCH ADJACENT WALL CONSTRUCTION AND

CONDITIONS.

@ REMOVE EXISTING PLUMBING FIXTURE. SEE PLUMBING DRAWINGS FOR FULL EXTENT OF

DEMCLITION.

@ REMOVE EXISTING NURSE STATION DESK.

@ REMOVE EXISTING STEAM RADIATOR. EXISTING CABINET TO REMAIN. SEE SHEETS |-H5, I-EVI,
AND [-EV2 FOR ADDITIONAL DEMOLITION INFORMATION. SEE FLOOR PLAN SHEET 1-AS4 FOR

WALL INFILL INFORMATION.

@ ALL EXISTING CERAMIC TILE TO BE REMOVED FROM EXISTING WALLS WITHIN ROOM. AT WALLS
WHERE TILE 1 BEING REMOVED, ALSO REMOVE EXISTING GYPSUM BOARD/ SUBSTRATE IN
PREPARATION FOR INSTALLATION OF NEW GYPSUM BOARD OVER EXISTING FRAMING TO

REMAIN.

@ REMOVE EXISTING SINK COUNTER.

EXISTING SHOWER/ THERAPY TUB TO BE REMOVED. PATCH FLOOR FOLLOWING REMOVAL OF
SHOWER AND DRAIN TO PROVIDE A SMOOTH CONTINUOUS FLOOR SURFACE SUITABLE FOR THE
APPLICATION OF NEW FLOOR FINISHES.

@ REMOVE EXISTING FLOOR DRAIN AND FLOOR TOPPING IN THE SURROUNDING AREAS. SEE
PLUMBING DRAWINGS FOR FULL EXTENT OF DEMOLITION.

EXISTING DOOR AND FRAME TO BE REMOYED AND REPLACED WITH A NEW DOOR AND FRAME.
SEE DOOR SCHEDULE FOR ADDITIONAL INFORMATION.

@ EXISTING PLUMBING CHASE TO REMAIN. FIELD VERIFY EXACT LOCATION.
@ EXISTING WINDOW SILL TO BE REMAIN AND BE REFINISHED WITH NEW 80LID SURFACE VENEER.

@ REMOVE EXISTING FIXTURES FOR INSTALLATION OF NEW FIXTURES. SEE PLUMBING SHEETS -2
AND |-P32 FOR ADDITIONAL INFORMATION.

EXISTING FIRE CABINET TO BE REMOVED. PATCH AND INFILL WALL AS REQUIRED FOR
INSTALLATION OF NEW FIRE EXTINGUISHER CABINET.
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